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1. REFER TO PLAN FOR BOTTOM OF GRATING ELEVATIONS.
2. FIELD VERIFY EXISTING CONDITIONS INCLUDING BUT NOT LIMITED TO LOCATION, ELEVATION AND SIZE OF EXISTING STRUCTURAL STEEL MEMBERS PRIOR TO

STARTING SHOP DRAWINGS FOR NEW STRUCTURAL STEEL.
3. ALL STRENGTHENING OF EXISTING STRUCTURAL STEEL MEMBERS SHALL BE COMPLETE AND HAVE BEEN INSPECTED BY THE OWNERS TESTING LABORATORY WITH

ANY NOTED DISCREPANCY ADDRESSED PRIOR TO ERECTION OF NEW STRUCTURAL STEEL FRAMING.
4. FLOOR STRUCTURE CONSISTS OF WELDED STEEL BAR GRATING WITH 2 1/2" x 3/16" BEARING BARS SPACED AT 1 3/16" ON CENTER. CROSS BARS SHALL BE SPACED AT 4" ON

CENTER.  WELDED STEEL BAR GRATING SHALL BE HOT-DIPPED GALVANIZED. ALIGN CROSS BARS THROUGHOUT GRATING EXTENTS.
5. PROVIDE A CONTINUOUS 1/4" THICK TOE PLATE ON ALL SIDES OF CATWALK.
6. COORDINATE LOCATION OF OPENING IN BAR GRATING AND LADDER OR STAIR ACCESS WITH ARCHITECTURAL DRAWINGS.  REFER TO ARCHITECTURAL DRAWINGS

FOR LADDER OR STAIR AND CONNECTION OF LADDER OR STAIR TO STRUCTURAL STEEL.
7. ALL STRUCTURAL STEEL TO BE HOT-DIPPED GALVANIZED.
8. GUARDRAIL TO BE PROVIDED AROUND ALL OPEN SIDES OF CATWALK LEVELS AND AROUND INTERIOR OPENINGS FOR STAIR ACCESS.  SEE

FOR ADDITIONAL INFORMATION.
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PLAN NOTES:

1. REFER TO PLAN FOR BOTTOM OF GRATING ELEVATIONS.
2. FIRLD VERIFY EXISTING CONDITIONS INCLUDING BUT NOT LIMITED TO LOCATION, ELEVATION AND SIZE OF EXISTING STRUCTURAL

STEEL MEMBERS PRIOR TO STARTING SHOP DRAWINGS FOR NEW STRUCTURAL STEEL.
3. ALL STRENGTHENING OF EXISTING STRUCTURAL STEEL MEMBERS SHALL BE COMPLETE AND HAVE BEEN INSPECTED BY THE

OWNERS TESTING LABORATORY WITH ANY NOTED DISCREPANCY ADDRESSED PRIOR TO ERECTION OF NEW STRUCTURAL
STEEL FRAMING.

4. FLOOR STRUCTURE CONSISTS OF WELDED STEEL BAR GRATING WITH 2 1/2" x 3/16" BEARING BARS SPACED AT 1 3/16" ON CENTER.
CROSS BARS SHALL BE SPACED AT 4" ON CENTER.  WELDED STEEL BAR GRATING SHALL BE HOT-DIPPED GALVANIZED.
ALIGN CROSS BARS THROUGHOUT GRATING EXTENTS.

5. PROVIDE A CONTINUOUS 1/4" THICK TOE PLATE ON ALL SIDES OF CATWALK.
6. COORDINATE LOCATION OF OPENING IN BAR GRATING AND CAGED LADDER OR STAIR ACCESS WITH ARCHITECTURAL DRAWINGS.  REFER

TO ARCHITECTURAL DRAWINGS FOR LADDER OR STAIR AND CONNECTION OF LADDER OR STAIR TO STRUCTURAL STEEL.
7. ALL STRUCTURAL STEEL TO BE HOT-DIPPED GALVANIZED.
8. GUARDRAIL TO BE PROVIDED AROUND ALL OPEN SIDES OF CATWALK LEVELS AND AROUND INTERIOR OPENINGS FOR STAIR ACCESS.  SEE

FOR ADDITIONAL INFORMATION.
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PLAN NOTES:

1. FIELD VERIFY EXISTING CONDITIONS INCLUDING BUT NOT LIMITED TO LOCATION, ELEVATION AND SIZE OF EXISTING STRUCTURAL
STEEL MEMBERS PRIOR TO STARTING SHOP DRAWINGS FOR NEW STRUCTURAL STEEL.

2. ALL STRENGTHENING OF EXISTING STRUCTURAL STEEL MEMBERS SHALL BE COMPLETE AND HAVE BEEN INSPECTED BY THE
OWNERS TESTING LABORATORY WITH ANY NOTED DISCREPANCY ADDRESSED PRIOR TO ERECTION OF NEW STRUCTURAL
STEEL FRAMING.

3. REFER TO MECHANICAL, ELECTRICAL, AND PLUMBING DRAWINGS FOR PENETRATIONS NOT SHOWN THROUGH EXISTING STRUCTURAL SLAB.
REFERENCE TYPICAL DETAIL FOR STRENGTHENING EXISTING SLABS FOR SIZES NOTED WITHIN TYPICAL DETAIL.

4. CORE DRILL HOLES IN CORNERS OF DEMOLITION EXTENTS FIRST, THEN SAWCUT BETWEEN CORES TO PREVENT OVERCUTTING OF CORNER.
a. FOR EXTENTS OF TOPPING SLAB DEMOLITION ONLY, DO NOT SAWCUT DEEPER THAN TOPPING SLAB.  REFER TO EXISTING DRAWINGS 
FOR SPECIFIC THICKNESS OF TOPPING SLAB.  DO NOT DAMAGE EXISTING RIGID INSULATION, WATERPROOFING MEMBRANE, 
PROTECTION BOARD, DRAINAGE MAT, AND OTHER COMPONENT OF SPLIT SLAB ASSEMBLY.

5. HOUSEKEEPING PAD PER TYPICAL DETAIL, COORDINATE WITH MEP DRAWINGS FOR THICKNESS, SIZE, AND LOCATION.
6. OPENINGS IN STRENGTHENING/BUILT-UP SHAPES ARE ONLY ALLOWED IN THE SECTION SHOWN ON PLAN.  MAX OPENING SIZE 12"H x 16" W.

MAXIMUM OF 3 OPENINGS SPACEED MINIMUM OF 2'-0" CLEAR. SEE 10/S4-1-5 FOR ADDITIONAL INFORMATION.
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NEW TOPPING SLAB,
SEE NOTE 1

NOTES:
1. TOPPING SLAB MIX DESIGN TO MEET THE FOLLOWING REQUIREMENTS:
a. 5,000 PSI @ 28 DAYS
b. NWC
c. C2 EXPOSURE CLASS PER ACI 318-11
d. 0.40 MAXIMUM WATER/CEMENT RATIO
e. 0-50% REQUIRED CEMENT REPLACEMENT
f. 3/4" MAXIMUM AGGREGATE SIZE

TYP

6"

#3 BARS, DRILL & EPOXY
3" INTO ADJACENT
EXISTING TOPPING SLAB

3" EQ EQ

NOTES:
1. THE DETAIL SHOWN ABOVE IS TAKEN FROM THE EXISTING GLAZING SHOP DRAWINGS

FOR PREVIOUS SOUTH ENDZONE EXPANSION. CONTRACTOR TO FIELD VERIFY TOP OF
GLAZING SUPPORT CONDITIONS AS SHOWN. CONDITIONS SHALL BE FIELD VERIFIED
FROM EXISTING GRID 11 TO GRID 17 (SHOWN ON CURRENT PLANS AS GRID S11 AND
GRID S17).  IF CONDITIONS ARE NOT AS SHOWN ABOVE, NOTIFY DESIGN TEAM OF AS-
BUILT CONDITIONS.

2. STRENGTHENING OF EXISTING MEMBERS SHOWN THROUGHOUT THE CONSTRUCTION
DOCUMENTS HAVE BEEN SIZED FOR THIS ALLOWABLE MOVEMENT AS NOTED IN THE
SHOP DRAWINGS OF PREVIOUS STADIUM EXPANSION BASED ON A 50-YEAR WIND.
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TYPICAL FLOOR

SDL = 15 PSF (CEILING + MECH)
LIVE LOAD = 100 PSF

TYPICAL SPLIT SLAB ASSEMBLY

SDL = 100 PSF
LIVE LOAD = 100 PSF
SNOW = 22 PSF

TYPICAL MECHANICAL ROOM

SDL = 15 PSF (CEILING + MECH)
LIVE LOAD = 150 PSF

TYPICAL PRECAST SEATING

SDL = 15 PSF
LIVE LOAD = 100 PSF
LATERAL LIVE LOAD LONGITUDINAL TO AXIS OF RISER = 24 PLF
LATERAL LIVE LOAD TRANSVERSE TO AXIS OF RISER = 10 PLF
SNOW = 22 PSF

TYPICAL ROOF

SDL = 23 PSF
ROOF LIVE = 20 PSF
SNOW = 22 PSF
RAIN = 32 PSF

LOAD KEY NOTES:
1. LOADS DO NOT INCLUDE STRUCTURE SELF WEIGHT.
2. SNOW DRIFT IN PSF AS INDICATED ON PLAN IS THE

PEAK OF THE TRIANGULAR DISTRIBUTION LOAD.
3. LL IS NON-REDUCIBLE.

NORTHWEST ROOF

SDL = 15 PSF
SNOW = 22 PSF
RAIN = 32 PSF
LIVE = 60 PSF

TYPICAL EXTERIOR FLOOR

SDL = 15 PSF (CEILING + MECH)
LIVE LOAD = 100 PSF
SNOW = 22 PSF

REF SNOW AND DRIFT LOAD PLAN
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NORTH CATWALK LVL 1
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NORTH CATWALK LVL 0

CURRENT DESIGN

FUTURE EXPANSION

NOTES:
1. COLUMNS, BRACED FRAMES, DIAPHRAGMS, AND

FOUNDATIONS IN THE CURRENT DESIGN HAVE BEEN
SIZED ACCORDINGLY FOR THE FUTURE LOADING
SHOWN BELOW.

2. SEE DIAGRAM BELOW FOR CURRENT AND FUTURE
DESIGN EXTENTS.

3. LOADS SHOWN ARE SERVICE LEVEL EXCEPT WIND
WHICH IS AT STRENGTH LEVEL PER ASCE 7-10.

4. WIND LOADING CAN BE APPLIED IN EITHER DIRECTION;
DIRECITONALITY AS SHOWN OR 180 DEGREES.

DEAD = 291K
SDL = 31K
LIVE = 202K
SNOW = 45K
WIND = +/- 62K, NOTE 3

DEAD = 18K
SDL = 5K
LIVE = 15K
SNOW = 5K
WIND = +/- 62K, NOTE 3

DEAD = 4K
SDL = 2K
LIVE = 3K
SNOW = 1K
WIND = +/- 54K, NOTE 3

DEAD = 8K
SDL = 1K
LIVE = 6K
SNOW = 1K
WIND = +/- 14K, NOTE 3
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